
PH BOD TOC SS T-N T-P 대장균 PH BOD TOC SS T-N T-P 대장균

500이상 10.0 25(15) 10.0 20.0 0.5(0.3)

500~50 10.0 25.0 10.0 20.0 2.0 

50이하 10.0 25.0 10.0 40.0 4.0 

합천 5,000 7.1 169.7 84.4 153.7 47.901 4.270 230,420 6.8 0.5 4.0 1.4 6.063 0.041 - 

초계·적중 1,400 7.1 135.3 51.7 125.0 37.575 3.741 201,000 6.9 0.7 3.8 1.5 4.329 0.038 64 

가야·야로 2,000 7.1 120.3 39.9 127.3 31.081 2.922 105,355 6.8 0.9 3.3 1.6 3.912 0.050 28 

삼가 900 7.6 144.0 75.1 141.3 45.075 4.065 174,419 7.4 0.7 4.3 1.3 4.289 0.053 34 

가호 660 7.3 143.7 77.2 130.9 31.805 3.094 141,645 7.0 0.8 3.9 1.5 5.133 0.034 - 

용주 50 7.2 106.1 69.1 136.5 36.008 3.213 170,000 6.9 0.8 4.9 0.2 6.738 0.576 - 

봉계 68 7.2 136.9 61.7 120.0 34.598 2.960 125,000 6.7 1.6 2.9 3.8 8.796 0.869 3 

두심 70 7.3 72.6 53.7 92.0 22.470 2.171 164,750 7.0 7.1 4.7 3.7 8.501 0.705 147 

구평 46 8.1 65.2 73.7 94.0 23.205 2.588 209,000 7.8 3.5 5.9 3.6 5.570 0.731 265 

봉산 150 7.5 95.7 64.2 139.0 48.143 4.677 113,000 7.0 5.1 3.2 3.1 8.721 0.757 493 

묘산 120 7.1 147.6 59.4 143.0 38.355 3.626 229,750 6.7 4.1 5.8 4.0 7.785 0.855 194 

대병 170 7.3 132.1 70.5 125.5 41.220 3.567 179,750 7.0 5.2 3.6 2.9 6.800 0.552 185 

회양 150 7.1 129.3 61.6 119.0 31.643 2.985 245,750 6.9 0.6 4.0 0.2 9.828 0.708 - 

해인사 300 7.3 59.8 33.9 91.0 19.695 2.706 101,000 6.8 5.6 7.3 5.2 9.095 0.887 334 

마장 50 7.1 79.0 35.7 84.0 23.370 2.028 132,250 6.7 5.0 5.5 4.0 6.032 0.487 523 

권빈 70 7.2 130.9 96.9 140.0 35.175 3.665 146,250 6.7 1.5 4.2 2.2 7.496 0.474 397 

가회 120 7.9 103.1 54.8 138.5 36.578 3.353 228,250 7.6 1.0 3.9 2.2 7.421 0.609 295 

쌍백 200 7.9 92.3 55.8 137.0 47.415 2.969 145,500 7.7 5.6 4.4 2.5 6.308 0.415 197 

계산 50 7.4 170.6 52.2 103.5 34.313 3.498 71,750 6.8 1.3 3.0 2.9 6.671 0.706 261 

유전 85 7.1 91.5 61.7 151.0 39.795 3.080 218,500 6.9 2.7 4.6 2.7 7.799 0.694 89 

청덕 115 7.1 104.8 72.6 133.5 45.105 3.609 259,000 6.8 1.0 4.9 2.5 9.914 0.679 - 

쌍책 165 7.0 131.3 67.9 137.0 45.848 3.531 227,250 6.8 0.4 4.8 3.2 8.844 0.907 191 

대양 180 7.4 176.4 74.1 167.5 49.568 3.825 245,750 6.8 6.3 5.5 3.7 8.322 0.732 218 

덕곡 75 7.2 49.2 64.2 141.5 48.578 3.977 206,250 6.8 3.3 5.1 3.5 9.720 0.820 393 

매안 110         7.3 232.7 98.1 138.5 43.808 4.112 177,750 6.9 3.4 4.8 2.5 6.947 0.737 239 
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