
PH BOD TOC SS T-N T-P 대장균 PH BOD TOC SS T-N T-P 대장균

500이상 10.0 25(15) 10.0 20.0 0.5(0.3)

500~50 10.0 25.0 10.0 20.0 2.0 

50이하 10.0 25.0 10.0 40.0 4.0 

합천 5,000 7.1 247.6 86.9 142.9 47.510 4.116 230,567 6.9 0.7 4.4 1.4 6.146 0.038 1 

초계·적중 1,400 7.1 143.3 53.5 128.5 35.982 3.493 259,133 6.8 0.9 3.9 1.3 4.205 0.032 54 

가야·야로 2,000 7.2 105.1 44.4 123.4 29.001 2.746 145,533 6.8 1.0 3.7 1.4 3.819 0.051 10 

삼가 900 7.7 219.1 78.9 155.1 43.736 3.922 257,200 7.5 0.9 4.6 1.3 3.681 0.050 9 

가호 660 7.3 155.3 69.1 141.8 32.619 2.920 260,467 7.0 0.7 3.2 1.4 4.174 0.026 2 

용주 50 7.3 108.1 76.0 148.8 22.434 3.010 139,800 7.0 0.7 5.6 0.1 8.318 0.807 - 

봉계 68 7.4 89.4 59.8 98.0 25.794 3.190 109,000 6.8 2.6 6.5 4.0 11.278 0.709 29 

두심 70 7.2 67.0 65.6 114.0 23.646 2.264 126,200 6.9 6.5 4.1 2.8 5.831 0.660 187 

구평 46 7.6 66.9 75.9 78.0 30.042 2.119 137,000 7.5 6.2 7.8 4.0 10.676 0.733 423 

봉산 150 7.2 125.8 94.6 122.0 43.866 3.629 132,000 6.8 6.4 4.2 4.0 9.785 0.780 402 

묘산 120 7.2 196.0 79.6 133.6 35.286 3.485 220,600 6.8 2.8 6.2 2.9 6.986 0.685 123 

대병 170 7.3 132.6 71.2 136.4 37.668 3.584 193,000 6.9 6.3 6.8 2.6 9.832 0.546 255 

회양 150 7.3 134.1 66.0 151.6 29.376 3.101 272,000 7.0 0.4 4.3 0.2 9.182 0.683 - 

해인사 300 7.2 157.5 41.5 73.6 23.532 2.458 192,600 6.7 6.3 8.1 4.4 11.153 0.811 267 

마장 50 7.1 161.5 39.0 84.0 27.450 2.573 181,800 6.9 6.0 5.7 2.8 5.897 0.544 477 

권빈 70 7.3 159.6 91.2 142.0 27.798 2.644 165,600 6.8 2.7 6.4 2.6 5.398 0.432 231 

가회 120 7.6 118.4 70.0 141.2 32.886 3.232 203,800 7.5 1.5 5.2 2.6 6.761 0.873 53 

쌍백 200 7.6 120.8 74.0 133.6 33.852 3.404 122,400 7.5 2.5 5.2 2.6 9.036 0.902 343 

계산 50 7.3 133.1 62.3 98.4 28.446 3.240 135,600 6.8 3.8 3.5 2.6 4.418 0.738 350 

유전 85 7.3 108.8 83.8 156.8 34.560 2.872 217,200 7.0 2.5 5.1 3.3 6.612 0.634 90 

청덕 115 7.2 136.6 66.8 138.4 43.920 3.844 260,400 7.0 4.2 4.5 3.0 8.324 0.524 - 

쌍책 165 7.2 212.5 74.3 130.0 39.252 3.581 254,400 7.0 1.5 4.8 2.1 7.924 0.886 349 

대양 180 7.2 219.8 68.1 140.0 46.146 3.702 271,200 6.7 7.1 8.1 4.5 10.991 0.793 483 

덕곡 75 7.2 95.4 73.0 143.2 47.262 4.132 134,600 6.7 2.7 6.4 4.5 9.706 0.796 370 

매안 110         7.2 241.9 97.9 154.4 35.520 3.462 174,400 6.8 4.2 5.7 2.8 7.802 0.705 362 
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