
PH BOD TOC SS T-N T-P 대장균 PH BOD TOC SS T-N T-P 대장균

500이상 10.0 25(15) 10.0 20.0 0.5(0.3)

500~50 10.0 25.0 10.0 20.0 2.0 

50이하 10.0 25.0 10.0 40.0 4.0 

합천 5,000 7.0 397.5 159.4 156.1 56.341 4.585 935,690 6.9 1.1 5.9 1.5 7.862 0.055 - 

초계·적중 1,400 7.2 235.1 116.9 137.4 41.303 3.880 759,655 6.8 1.1 5.4 1.8 5.093 0.047 16 

가야·야로 2,000 7.2 242.8 124.9 145.9 31.628 2.891 72,655 6.8 0.5 4.9 1.8 4.850 0.057 1 

삼가 900 7.8 210.2 133.1 169.4 53.629 4.587 755,172 7.6 0.9 5.8 1.0 4.606 0.063 7 

가호 660 7.3 152.5 137.0 144.4 33.516 2.944 702,931 7.0 1.0 5.4 1.6 6.342 0.038 7 

용주 50 7.3 203.4 94.7 143.0 38.513 3.648 277,500 7.0 2.3 6.5 0.2 9.197 0.609 - 

봉계 68 7.4 163.1 108.7 137.0 29.520 2.612 2,395,000 7.0 7.7 8.6 5.6 9.519 0.711 338 

두심 70 7.3 130.7 114.3 104.5 20.760 2.000 236,250 7.0 1.0 8.8 3.7 8.219 0.556 226 

구평 46 8.3 65.9 94.7 120.5 26.948 2.264 58,750 7.7 1.8 5.6 5.1 5.424 0.695 - 

봉산 150 7.3 135.8 158.8 168.0 42.885 3.495 1,002,500 6.9 3.0 4.1 4.8 6.570 0.474 395 

묘산 120 7.3 185.0 161.4 131.5 37.005 3.975 1,215,000 6.9 8.5 10.0 4.0 7.349 0.833 427 

대병 170 7.3 98.2 105.1 156.0 41.423 3.467 194,000 7.0 4.5 7.1 2.4 5.388 0.551 236 

회양 150 7.3 132.4 118.7 181.5 30.068 2.589 361,750 7.0 0.4 6.0 0.2 9.921 0.776 - 

해인사 300 7.1 43.6 64.1 88.0 22.200 2.073 357,750 6.7 6.5 7.6 5.2 9.056 0.814 28 

마장 50 7.2 52.9 60.4 60.5 20.970 2.123 52,000 6.8 8.8 5.8 3.1 8.295 0.544 516 

권빈 70 7.3 340.8 186.3 183.5 37.770 3.476 1,490,000 6.8 4.0 5.4 2.4 6.468 0.618 152 

가회 120 8.2 92.3 101.6 159.5 34.380 3.192 204,500 7.5 2.1 5.7 2.2 4.781 0.752 68 

쌍백 200 8.1 99.7 112.7 114.5 43.853 3.521 172,250 7.6 2.3 6.4 2.6 8.796 0.863 640 

계산 50 7.3 201.6 95.0 108.0 27.683 2.199 1,172,500 6.8 3.3 4.8 2.7 9.245 0.616 570 

유전 85 7.3 58.8 127.7 142.0 33.960 2.118 442,500 7.0 1.4 5.8 3.2 7.803 0.540 49 

청덕 115 7.2 232.1 80.2 125.5 30.983 2.907 700,000 6.8 6.3 6.0 3.2 11.715 0.624 - 

쌍책 165 7.2 194.5 119.3 142.0 29.873 4.011 400,000 6.9 6.0 5.5 3.4 10.952 0.638 348 

대양 180 7.2 142.8 107.6 162.0 43.845 3.569 1,390,000 6.8 7.9 9.1 5.3 7.973 0.737 388 

덕곡 75 7.1 277.4 104.8 140.0 43.665 4.595 557,500 6.6 6.5 9.7 4.8 9.711 0.754 513 

매안 110         7.1 204.8 182.4 154.5 43.380 3.618 1,400,000 6.7 2.6 5.3 3.6 10.904 0.651 355 
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