
pH BOD TOC SS T-N T-P 대장균 pH BOD TOC SS T-N T-P 대장균

500이상 10.0 25(15) 10.0 20.0 0.5(0.3)

500~50 10.0 25.0 10.0 20.0 2.0 

50이하 10.0 25.0 10.0 40.0 4.0 

합천 5,000 7.1 107.2 64.5 159.0 39.515 3.382 951,968 6.8 0.9 3.1 1.0 5.344 0.067 - 

초계·적중 1,400 7.1 113.9 44.4 105.0 25.986 2.523 954,871 6.8 1.2 2.3 0.9 5.313 0.062 46 

가야·야로 2,000 7.2 79.7 37.8 93.4 21.791 2.091 112,548 6.9 1.2 1.7 1.4 4.397 0.055 4 

삼가 900 7.6 136.5 55.0 103.4 34.961 3.205 899,258 7.4 0.9 2.7 0.6 3.466 0.063 25 

가호 660 7.3 97.8 48.5 89.8 25.043 2.343 717,161 7.0 0.9 1.9 1.1 6.489 0.069 - 

용주 50 7.3 103.3 64.2 137.2 39.882 3.388 818,000 7.0 2.1 3.8 1.5 10.224 0.903 - 

봉계 68 6.9 71.6 55.0 59.6 18.632 2.654 467,000 6.8 7.7 3.2 6.3 8.713 0.940 69 

두심 70 7.3 107.6 38.8 73.2 21.116 2.007 569,600 7.0 1.6 5.6 2.3 5.094 0.660 61 

구평 46 7.6 73.5 52.9 56.0 22.604 2.086 1,672,200 7.5 2.9 3.0 2.9 7.111 0.750 129 

봉산 150 6.9 130.4 52.4 75.2 31.822 3.403 808,800 6.8 2.8 3.4 0.7 4.179 0.660 99 

묘산 120 7.2 119.6 53.5 109.6 31.216 2.858 1,055,000 7.0 4.1 3.6 1.5 5.802 0.654 131 

대병 170 7.3 141.3 42.3 79.6 31.012 2.782 610,800 7.0 4.7 4.1 2.7 2.766 0.638 30 

회양 150 7.3 159.5 59.6 144.8 30.382 2.892 887,000 7.0 3.0 3.1 2.3 11.626 1.024 - 

해인사 300 7.1 126.5 72.0 90.0 24.612 2.268 460,400 6.7 5.5 4.0 5.1 8.950 0.752 84 

마장 50 7.2 165.9 53.0 106.4 20.974 2.247 256,000 7.0 5.9 1.5 5.3 7.574 0.455 270 

권빈 70 6.9 80.3 46.9 76.0 24.672 3.251 677,600 6.8 2.7 2.8 2.2 5.272 0.774 117 

가회 120 7.6 124.0 78.5 143.2 38.400 3.350 1,328,000 7.5 2.9 2.4 3.9 6.696 0.767 27 

쌍백 200 7.7 101.8 48.1 56.4 28.714 2.661 355,600 7.6 2.7 3.5 1.9 9.952 0.800 131 

계산 50 6.9 51.4 55.6 56.4 22.674 2.779 972,000 6.8 3.4 2.8 3.3 6.357 0.725 173 

유전 85 7.3 102.8 48.1 98.4 31.326 2.747 550,600 7.0 2.2 2.9 1.7 6.166 0.937 50 

청덕 115 7.1 176.5 43.9 131.2 38.272 3.380 1,390,000 6.9 1.9 3.6 2.1 7.866 0.596 - 

쌍책 165 7.1 170.5 36.1 93.2 31.378 3.514 1,023,000 6.9 3.8 3.9 2.7 7.081 0.589 124 

대양 180 6.9 88.1 56.6 63.6 29.828 2.931 480,200 6.8 2.1 4.6 5.2 10.519 0.959 141 

덕곡 75 7.2 88.6 55.7 106.8 45.978 3.895 878,400 6.8 4.1 4.4 2.3 10.070 1.059 145 

매안 110         7.1 217.8 86.2 182.4 33.216 2.706 1,560,000 6.9 3.4 3.7 3.9 7.147 0.799 117 

율곡 250         7.1 165.0 52.1 78.4 31.092 3.226 1,164,000 6.8 4.7 4.3 3.7 7.685 1.086 122 
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